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RTU #4

AIR HANDLING UNIT

RETURN AIR DUCT

SUPPLY AIR DUCT

RTU #2

RTU #3

FOR CONT.

(SEE SHT. M-1)

FOR CONT.

(SEE SHT. M-1)

1

P

P

4

S  DUCT SMOKE DETECTOR (HVAC DUCT MTD.)
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