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NEW PANEL VOLTS: 120/208V - 30 - 4W
MAINS: LUGS ONLY
BUS: 100 AMPS
CB ciB
NO. | SERVING TRIP POLES| V | KVA |1 KVA | V |[POLES| TRIP | SERVING NO.
1 LIGHTS 20 1 1 ({120 {10 [} 04 [120] 1 20 | LIGHTS + RECEP. | 2
3 RECER, 20 1 120 | 04 - 120 1 20 SPARE 4
5 | ELEV. CAB. 201 1 1120 105 [lo4 |120] 1 | 20 |rmecep 6
7 SPARE 20 1 120 - 16 1120 1 20 | BELEC.HTR. 8
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17 04 | 1201 1 20 | RECEP 18
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CONNECTED LOAD = 24.4 KVA

EXISTING MDP SCHEDULE: 600A-120/208V-3-4W-M.60
CIRCUIT DEVICE
NO. | SERVING POLES | BRKR. | TRIP | REMARKS
1 | PNLA 3 100 | 100 | EXISTING
2 |PNLB 3 100 | 100 | EXISTING
3 | BOILER ROOM 3 100 | 100 | EXISTING
4 | OFFICE PANEL 3 100 | 100 | EXISTING
5 | EXITLIGHTS 2 100 | 60 | EXISTING
6 | 2ND.FLRPNL. 2 100 | 100 | EXISTING
7 | 2ND.FLRPNL 2 100 | 100 | EXISTING
8 | ROOM 110PNL 2 100 | 100 | EXISTING
10 | SPARE 3 100 | 80 | NEWPANEL
4 #6 + $10 GRD-
/ e
. : 141l
Pt
wwwwwwwwwww l_ NEW
EXISTING Y i i PANEL
6004 1N/ be=—eed EXIST, |
METER s } MDP |
SWITCH | } |
i {
! t
wd i

L EXISTING

INCOMING
SERVICE

EXISTING 400 A SPACE
INSTALL NEW 400 A
3P+ 3/N C/B

ELECTRICAL RISER PLAN

NOT

7O

SCALE

=
=)
A}

/h\
O
\..»/

{
\

@ ®

]
>

oplfoloJore

[
-4

NEW LIGHT FIXTURE

EXISTING LIGHT FIXTURE

EMERGENCY WHITE LIGHT

EXISTING
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MOTOR RATED SWITCH

LIGHTING FIXTURE SCHEDULE

SYMBOL | CATALOG NO. LAMPS REMARKS
A QUMS5016-8-14CH 40WFL ABOVE MIRROR
B QUM5016-3-14CH 50PAR30 | ABOVE MIRROR
c LITHONIA #2PM3GB 3@32WFL | RECESSED (2 X 4)
D LITHONIA #2PM34GB 2@32WFL. | RECESSED (2 X 2)
E LITHONIA 22W CIRCLINE | SURFACE MOUNTED
{© | PORCELIN LAMP HOLDER 13W FL
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CHURCH EXPANSION SPECIALIST
8018 OLD ALEXANDRIA FERRY RDL CLINTON, MD, 20735
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